Did inspection of the specific work area detailed above find no visible dust remaining as a result of the remediation work carried out?  

Did inspection of the internals of the site find no visible dust remaining as a result of the remediation work carried out?  

Is air monitoring required?  

Can the site be dismantled?  

Did inspection of the work area following dismantling of the enclosure find no visible dust remaining?  

Can the area be reoccupied?  

**CONCLUSION**

A thorough visual inspection of Room B1 and the lift cabin found no visible residue from remediation work in the area or in the vicinity of the area where the work was carried out.

This area has been cleared for reoccupation, and restrictions associated with the asbestos work can now be lifted.

Kind Regards,

[Signature]

Lab Manager
PHOTOS

Remediation area - Lift

Remediation area - Lift

Remediation area - Lift

Remediation area - Room B1

Remediation area - Room B1

Remediation area - Room B1